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DEPARTMENT OF THE ARMY
PHILADELPHIA DISTRICT. CORPS OF ENGINEERS

CUSTOM HOUSE-2 D & CHESTNUT STREETS

PHILADELPHIA, PENNSYLVANIA 19106 / si 0  o

"TIS GFA&I

IN REPLY REFER TO

NAPEN-N I L ti Iaton

Honorable Brendan T. Byrne 3T
Governor of New Jersey o des
Trenton, New Jersey 08621 D-st °

Dear Governor Byrne: ------

Inclosed is the Phase I Inspection Report for Kitchell Lake Dam in Passaic
County, New Jersey which has been prepared under authorization of the Dam
Inspection Act, Public Law 92-367. A brief assessment of the dam's

condition is given in the front of the report.

Based on visual inspection, available records, calculations and past
operational performance, Kitchell Lake Dam,initially listed as a high hazard

potential structure but reduced to a significant hazard potential structure

as a result of this inspection, is judged to be in good overall condition
and the spillway is considered adequate. To ensure adequacy of the
structure, the following actions, as a minimum, are recomnmended:

a. The following remedial actions should be completed within twelve

months Zrom the date of approval of this report:

(1) Repair all cracked and spalled concrete especially the
deteriorated portion of the left abutment wall and the cracks in the left
retaining wall of the downstream channel.

(2) All brush and trees should be removed from the downstream and

upstream slopes to avoid problems which may develop from roots. The
embankment face should then be seeded to develop a growth of grass for
surface erosion protection.

b. The owner should develop an emergency action plan (if one is not

already available) outlining actions to be taken by the operator to minimize
downstream effects of an emergency and establish a flood warning system for
the dovmstream communities within three months from the date of approval of
this report.

SAPPROVLu FOR PUBLIC RELEASE;
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NAPEN-N
Honorable Brendan T. Byrne

c. Within two years from the date of approval of this report, consider
providing additional low-level outlet facilities to decrease the draw down
time.

d. Within one year from the date of approval of this report, the owner
should develop written operating procedures and a periodic maintenance plan
to ensure the safety of the dam.

A copy of the report is being furnished to Mr. Dirk C. Hofman, New Jersey
Department of Environmental Protection, the designated State Office contact

for this program. Within five days of the date of this letter, a copy will
also be sent to Congressman Roe of the Eighth District. Under the provision
of the rreedom of Information Act, the inspection report will be subject to
release by this office, upon request, five days after the date of this-
letter. H

Additional copies of t's repcrt may be obtained from the National Technical

Information Services (NTIS), Springfield, Virginia 22161 at a reasonable
cost. Please allow four to six weeks from the date of this letter for NTIS
to have copies of the report available.

An important aspect of :he Dam Inspection Program will be the implementation
of the recommendations made as a result of the inspection. We accordingly
request Lhat we be advised of proposed actions taken by the State to
implement our reconmendations.

Sincerely,

1 Incl JAIES C. TON
As stated Colonel, Corps of Engineers

District Engineer

Copies furnished:
Mr. Dirk C. Hofman, P.E., Deputy Director
Division of Water Resources
N.J. Dept. of of Environmental Protection

P.O. Box CN029
Trenton, NJ 08625

Mr. John O'Dowd, Acting Chief
Bureau of Flood Plain Management
Division of Water Resources
N.J. Dept. of Environmental Protection
P.O. Box CN029
Trenton, NJ 08625



KITCIIELL IAKE DAM (NJO0026)

CORPS OF ENGINEERS ASSESSMENT OF GENERAL CONDITIONS

This dam was inspected on 20 November 1979 by Harris-ECI Associates, Inc.,

under contract to the State of New Jersey. The State, under agreement with

the U.S. Army Engineer District, Philadelphia, had this inspection performed

in accordance with the National Dam Inspection Act, Public Law 92-367.

Kitcheli Lake Dam initially listed as a high hazard potential structure but
reduced to a significant hazard potential structure as a result of this
inspection, is judged to be in good overall condition and the spillway is

considered adequate. To ensure adequacy of the structure, the following
actions, as a minimum, are recommended:

a. The following remedial actions should be completed within twelve

months from the date of approval of this report:

(1) Repair all cracked and spalled concrete especially the

deteriorated portion of the left abutment wall and the cracks in the left

retaining wall of the downstream channel.

(2) All brush and trees should be rmoved from the downstream and

A upstream slopes to avoid problems which may develop from roots. The

embankment face should then be seeded to develop a growth of grass for

- surface erosion protection. -

b. The owner should develop an emergency action plan (if one is not

already available) outlining actions to be taken by the operator to minimize

downstream effects- of an emergency and establish a flood warning system for
the downstream communities within three month. from the date of approval of

this report.

c. Within two Nears from the date of approval of this report, consider
providing additional low-level outlet facilities to decrease the draw down

time.

d. Within one year from the date of approval of this report the owner

should develop written operating procedures and a periodic maintenance plan
to ensure the safety of the dam.

I-m/ , ;(.

"JAMES G. T5
Colonel, Corps of Engineersi

iist rict Engineer

DATE:i
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PHASE I INSPECTION REPORT

NATIONAL DAM SAFETY PROGRAM

Name: Kitchell Lake Dam, I.D. NJ 00026
State Located: New Jersey
County Located: Passaic County
Stream: Branch of West Brook
River Basin: Passaic River
Date of Inspection: November 20, 1979

Assessment of General Conditions

Kitchell Lake Dam is an earthfill dam ccntaining a concrete weir spillway
at the left end of the dam. The overall condition of the dam is good.
There is no major sign of distress or instability in the embankment.
The upstream toe of the left abutment wall is severely deteriorated. The

-- downstream channel is well defined but has a vertical and horizontal crack
in the left retaining wall. The operation of the low-level outlet was
demonstrated satisfactorily during the inspection. The hazard potential
is recommended to be downgraded to "significant".

The spillway capacity of Kitchell Lake Dam is not considered questionable
- in view of the ability of the spillway to pass the SDF without overtopping

the dam.

At present, the engineering data available is not sufficient to make a
definitive statement on the stability of the dam but based on the findings
of the visual inspection, the preliminary assessment of static stability is
that it is satisfactory. The following actions are recommended along with
a timetable for their completion. All recommended actions should be con-
ducted under the supervision of an Engineer who is experienced in the de-
sign, construction and inspection of dams.

1. Repair all cracked and spalled concrete especially the
deteriorated portion of the left abutment wall and the cracks
in the left retaining wall of the downstream channel within
twelve months.

2. All brush and trees should be removed from the downstream
and upstream slopes to avoid problems which may develop
from roots. The embankment face should then be seeded to
develop a growth of grass for surface erosion protection.
This program should be started within twelve months.



3. The owner should develop an emergency action plan (if one -
is rot already available) outlining actions to be taken by
the operator to minimize downstream effects of an emergency

and establish a flood warning system for the downstream
communities within three months,

Furthermore, while of a less urgent nature, the following additional
action is recommended and should be carried out within twenty-fou- months.

1. Consider providing additional low-level outlet facilities
to decrease the drawdown time.

2. The owner should develop within one (1) year after formal
approval of the report, written operating procedures and
a periodic maintenance plan to insure the safety of the dam.

ohn P. Talerico, P.E.

HARRIS-ECI ASSOCIATES
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= PREFACE

- This report is prepared under guidance contained in the Recommended
Guidelines for Safety Inspection of Dams, for Phase I Investiga-
tions. Copies of these guidelines my be obtained from the officeof
theChief cf Engineers, Washington, D.C. 20314. The purpose of a
Phase I Investigation is to identify expeditiously those dams
which may pose hazards to human life or property. The assessment
of the general condition of the dam is based upon available data
and visual inspections. Detailed investigation, and analyses in-
volving topographic mapping, subsurface investigations, testing,
and detailed computational evaluations are beyond the scope of a
Phase I investigation; however, the investiSation i:tended to
identify any need for such studies.

In reviewing this report, it should be realized that the reported
condition of the dam is based on observations of field conditions
at the time of inspection along with data available to the inspec-
tion team. It is important to note that the condition of a dam
depends on numerous and constantly changing internal and external
conditions, and is evolutionary in nature. It Wuld be incorrect
to assume that the present condition of the dam will continue to
represent the condition of the dam at some point in the future. -

Only through continued care and inspection can there be any chance
that unsafe conditions be detected.

Phase T inspections are not intended to provide detailed hydrologic
and hydraulic analyses. In accordance with the established Guide-
lines, the Spillway Test flood is based on the estimated "Probable
Maximum Flood" for the region (greatest reasonably possible storm
runoff), or fractions thereof. The test flood provides a measure
of relative spillway capacity and serves as an aide in determining
the need for .iore detailed hyd.ologic and hydraulic studies, con-
sidering the size of the da-, its general condition and the down-
stream damage potential.
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PHASE I INSPECTION REPORT
NATIONAL DAM SAFETY PROGRAM

KITCHELL LAKE DAM, I.D. NJO0026

SECTION 1

I. PROJECT INFORMATION

1.1 General

a. Authority

The National Dam Inspection Act (Public Law 92-367, 1972) provides for
the National Inventory and Inspection Program by the U.S. Army Corps of
Engineers. This inspection was made in accordance with this authority

-- - under Contract C-FPM No. 35 with the State of New Jersey who, in turn,
is contracted to the Philadelphia District of the Corps of Engineers,
and was carried out by the engineering firm of Harris-ECI Associates of

-T -Woodbridge, N.J. - -

b. Purpose of Inspection

The visual inspection of Kitchell Lake Dam was made on November 20, 1979.
The purpose of the inspection was to make a general assessment as to the
structural integrity and operational adequacy of the dam embankment and
its appurtenant structures.

c. Scope of Report

The report summarizes available pertinent data relating to the project;
presents a summary of visual observations made during the field inspec-
tion; presents an evaluation as to the structural adequacy of the
various project features; and assesses the general condition of the dam
with respect to safety.

1.2 Description of Project

a. Description of Dam and Appurtenances

Kitchell Lake Dam is an eart:ifill dam approximately 475 feet long and
14.3 feet high. There is a 55 foot long concrete spillway approximately100 feet from the left end of the dam. The spillway is a concrete over- -
flow and is part of a concrete core wall that extends 20 feet into the

embankment on each side. In the center of the spillway is a 5 foot wide
notched weir 3 inches deep. The crest of the spillway is 4 feet below
the top of the dam.

I
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The embankment has a top width of 40 feet, and side slopes of 3H:lV up-
stream and 2H:lV downstream. Riprap is on the upstream face of the em-
bankment and on the approach channel of the spillway. The upstream half
of the embankment and the spillway approach channel was constructed with I

impervious clay fill while the downstream portion was constructed with
ordinary earthfill.

The low-level outlet consists of a 12 inch cast iron pipe through -the
dam located in the center of the spillway. The flow through the pipe
is controlled by a manually operated gate valve located in the spillway
discharge channel 9 feet from the crest. The inlet end, a concrete head-
wall, of the pipe is located at the upstream toe of the approach channel. s
The outlet discharges into the stilling basin 40 feet from the spillway.

An additional 12 inch cast iron pipe is located through the top of

the spillway, 5 feet from the left abutment, this is used to lower theA
lake approximately 2 feet in the fall to prevent ice damage. An iron
plate covering the upstream end of the pipe controls the flow.

The downstream spillway channel is 55 feet wide for a distance of 20 feet
from the spillway and then narrows to 10 feet where it crosses under
West Brcok Road approximately 46 feet from the spillway.

There are no known records or logs of the test pits that weretaken for
the dam's design. The foundation is described as clay and hard pan on
the dam's permit.

A generalized description of soil conditions is contained in Report
No. 3, Passaic County, Engineering Soil Survey of New Jersey. The report,
dated 1951 or during the dam's construction shows Kitchell Lake as a
swamp. The surrounding soil is described as shallow ground moraine over
rock. The ground moraine in this area is variable in thickness. It is
composed of unstratified heterogenous material including clay, silt and
sand sizes, with varying amounts of gravel and boulders. The clay and
hard pan described on the dam's permit is within this identification.
The underlying rock is described on Geologic Overlay Sheet 22 as horn-
blende granite and gneiss.

b. Location

Kitchell Lake Dam is located on a branch of West Brook in the Township
of West Milford, Passaic County, New Jersey. It is accessible by way of
West Brook Road.

2
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c. Size Classification

According to the "Recommended Guidelines for Safety Inspection of Dams"
by the U.S. Department of the Army, Office of the Chief Engineers, the
dam is classified in the dam size category as being "small", since its
storage volume of 127 acre-feet is less than 1,000 acre-feet. The dam
is also classified as "small" because its height of 14.3 feet is less
than 40 feet. The overall size classification of Kitchell Lake Dam is
classified as "small" in size.

d. Hazard Classification

A hazard potential classification of "significant" has been assigned to
the dam. This is based on the fact there is only one residential struc-
ture immediately downstream and it is above the flood reach and although
West Brook Road, immediately downstream, is lightly traveled it is part
of a school bus route. Therefore the possibility exists of the loss of
a few lives in the event of dam failure.

e. Ownership

Kitchell Lake Dam is owned by:

Kitchell Lake Association
Kitchell Lake, R.D. 3
West Milford, NJ 07480

Attention: Mr. Joseph Monaco
(201) 728-7952

f. Purpose

Kitchell Lake Dam is presently used for recreational purposes only.

g. Design and Construction History

A permit to construct Kitchell Lake Dam (then known as Norlan Lake Dam)
was issued in September 1948. Construction of the dam was started in

October 1948 but was stopped after one month's work due to legal problems.
Work was restarted in July 1950 and continued until September 1951
when the property was sold to Mr. W.D. Kitchell. A new permit was issued
and construction was completed in August 1952.

In September 1971, a permit was issued to repair the damage caused by
Hurricane Doria to the ramp portion of the spillway discharge channel. No
other information is on file at the NJ-DEP as to the extent and type of
damage caused by the storm. The work involved placing a six inch layer
of reinforced concrete over the existing slab.

Ii~



In November 1979, the upper portion of the upstream right abutment wall
was being replaced due to that portion of the wall being severely
spalled and tilting in toward the spillway.

h. Normal Operating Procedures

The discharge from the lake is unregulated and is allowed to naturally I __balance the inflow into the lake. The 12-inch pipe through the spillway
crest is used to lower the lake level every fall and to allow property
owners to.make repairs to their docks and wdterfront property'.

4I
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1.3 Pertinent DataI

a. Drainage Area 0.86 sq. mi.

b. Discharge at Dam Site

Ungated spillway capacity at 1,408 cfs (800 NGVD)
elevation of top of dam:

Total spillway capacity at 1,114 cfs (799.42 NGVD)
maximum pool elevation (SDF):

c. Elevation (Feet above NGVD)

Top of dam: 800

Maximum pool design surcharge (SDF): 799.42

Recreation pool: 796.2 '1
Spillway crest: 796 1
Streambed at centerline of dam: 783.5 (estimated)

Maximum tailwater: 786.5 (estimated)

d. Reservoir

Length of maximum pool: 1,800 ft. (estimated)

Length of recreation pool: 1,700 ft. (estimated)

e. Storage (acre-feet)

Spillway Crest: 70

Top of dam: 163

Maximum pool (S•F); 127

f. Reservoir Surface (acres)

Top of dam: 24.8

Maximum pool(SDF) 24.4

W Spillway Crest: 22

5
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->| \ g. Dam

Type: Earth fill with concrete weir

Length: 475 ft.(effective)

Height: 14.3 ft.

Top width: 40 ft.

Side slopes - Upstream: 3H:IV
- Downstream: 2H:IV

Upstream portion Impervious clay fill
Zoning: Downstream portion ordinary earthfill

Impervious core: 95 ft. concrete core

Cutoff: None

Grout curtain: None

h. Diversion and Regulating Tunnel

N/A.
i. Spillway I

Type: Broad crest concrete weir with shallow f
notch at center

Length of weir: 55 ft.

Crest elevation: 796 (NGVD)

Gates: None

U/S Channel: Kitchell Lake

D/S Channel: Natural channel with overgrown
brush and trees.

j. Regulating Outlets

L2-12-inch C.I.P.Low level outlet:"
Upper pipe Manually removable steel plate I

Controls: Lower pipe Manually operated gate valve

Emergency gate: None

Outlet: Upper pipe 794 NGVD
Lower pipe 785.5 NGVD

6



SECT I ON 2

2. ENGINEERING DATA

2.1 Design

One drawing for the original construction of Kitchell Lake Dam in 1948
is available at the NJ-DEP. The drawing shows foundation test pits along
the dam base. No further embankment data from soil borings, soil tests,
design computations, or other geotechnical data are available to assess the
embankment stability properly. Some data concerning the hydraulic capac-
ityof the spillway is available.

2.2 Construction

Data is not available concerning the as-built construction of the dam.

No data exists of construction methods, borrow sources, or other data

pertinent to the construction of the dam.

2.3 Operation

Formal operation records are not kept for the dam and reservoir. The

lake is allowed to operate naturally without regulation.

2.4 Evaluation

a. Availability

The availability of engineering data is poor. The stated drawing com-
putations and some correspondence concerning the original construction
and the modifications are available from the NJ-DEP.

b. Adequacy

The engineering data available, together with that obtained in the field,
were adequate to perform hydrologic and hydraulic computations. The
data was insufficient to perform a stability analysis, but preliminary
evaluation could be made based on visual observations.

c. Validity

The dam and spillway appear to correspond to the drawing, but the provi-

sion for the 12-inch pipe through the spillway crest is not shown. Also

the elevations shown on the plan are not based on MSL, but arbitrary datum.

7



3. 3L E

3.1 Findings

a. General

The visual inspection of Kitchell Lake Dam revealed the dam including
the spillway to be in good condition but in need of repairs.

At the time of the visual inspection, the lake level was lowered to
approximately 6 feet below the sDillway for reconstruction of the right
abutment wall.

b. Dam

The earth embankment appears to be sound. No misalignment of the hori-
zontal or vertical plane of the embankment was noticed. No riprap
failures were noted. No signs of seepage were observed. Trees and
brush are growing on the upstream side while some scrub trees and large i
evergreen trees are along the downstream side of the embankment crest.
No evidence of burrowing by animals was observed.

c. Appurtenant Structures

1. Spillway

The concrete weir has spalling on both the upstream and downstream sides
along the water level. There are four vertical and two horizontal cracks
on the exposed portion of the spillway core wall. The cracks have either
been sealed or are tight, but the extent of the depth of the vertical
cracks could not be determined. The upper portion of the upstream
section of the right abutment wall was in the process of being replaced
because the existing was severely deteriorated and was tilting in toward
the spillway. The left abutment wall has a slight tilt toward the spill-
way and upstream portion at the embankment toe has completely deteriorated
and eroded out. The horizontal and vertical alignment of the crest is
good.

2. Outlet Works

A 12-inch cast iron pipe through the spillway serves as its low-level
outlet. The control valve is located in the spillway discharge channel
in a cast iron valve box. The valve is manually operated by a valve
wrench. The valve was not visible and its condition could not be ob-
served. The valve operated satisfactorily during demonstration.

8



In addition to the low-level outlet, there is a 12-inch steel pipe I

through the crest that is used to lower the lake level approximately
2 feet for the winter. The flow is controlled by a steel plate covering _

the inlet end of the pipe. The pipe is skewed through the crest so that
the discharge runs along the left abutment and channel wall. The flow
was causing scouring along the base of the wall and a 9-inch wide con- -

crete curb was placed at the outlet end of the pipe to deflect the
flow into the center of the channel. The entire system was in good
condition.

d. Reservoir Area

Houses, boat landings and trees circle the lake. The side slopes of
the lake are flat to moderately steep. The lake was clear with no growth
of algae.

e. Downstream Channel

The downstream channel from the spillway to West Brook Road is contained
within two concrete retaining walls. The junction between the spillway
abutment walls and the retaining walls have been patched. The left
retaining wall has a vertical crack and a horizontal crack that show -

signs of seepage from the ground water. The channel bottom has minor
spalling by the left retaining wall and a longitudinal crack at the
approximate center of the channel.

The 4-inch weep holes located in the downstream channel bottom to pre- A
vent uplift were unclogged and in good condition.

Beyond the West Brook Road, the channel is densely overgrown with small
trees and brush. The slopes are flat. There is one house on the left
bank of the lake approximately 500 feet from the road. The house is
situated well above the flood plain.

I
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. SECTION 4.

4. OPERATIONAL PROCEDURES

4.1 Procedures

Kitchell Lake Dam is used to impound water for recreational activities.
The level of the lake is maintained through the unregulated flow over
the spillway. The lake is lowered 2 feet every autumn to prevent ice da-
mage to lake side property, and is periodically lowered to allow property
owners to make repairs to their properties.

4.2 Maintenance of the Dam

There is no regular inspection and maintenance program for the dam and
appurtenant structures. The Kitchell Lake Association is responsible
for the maintenance of the dam.

4.3 Mwintenance of Operating Facilities

The low-level outlet operating facilities consist of the one manually
operated 12-inch gate valve and a removable steel plate at the inlet end
of the upper 12-inch pipe. At the time of inspection, operation of the
valve was satisfactorily demonstrated.

4.4 Evaluation

The present operational and maintenance procedures are fair with the
dam and spillway being maintained in a serviceable condition.

10



SECT ION 5

5. HYDRAULIC/HYDROLOGIC

5.1 Evaluation of Features

a. Design

The drainage area above Kitchell Lake Dam is approximately 0.86 square

miles. A drainage map of the watershed of Kitchell Lake damsite is

presented on Plate 1, Appendix D.

The topography within the basin is generally moderately sloped. Ele-

vations range from approximately 1,180 feet aboveNGVD at the south end

of the watershed to about 800 feet at the dam site. Land use patterns
within the watershed are mostly rural, with concentrated residential

development around the lake area.

The evaluation of the hydraulic and hydrologic features of Kitchell Lake

was based on criteria set forth in the Corps Guidelines and additional
guidance provided by the Philadelphia District, Corps of Enqineers.
The SDF for the dam falls in a range of 100-year Flood to 1/2 PMF. In

this case the low end of the range, 100-year Flood,is chosen since the
factors used to select size and hazard classification are on the low-
side of their respective ranges.

The 100-year Flood was calculated from 100-year precipitation using National
Weather Service Hydro-35 Technical Paper No. 40. Due to the small drainage
area, the SCS triangular hydrograph transformed to a curvilinear hydrograph
was adopted for developing the unit hydrograph, with the aid of the HEC-
IDB Flood Hydrograph Computer program.

Initial and infiltration loss rates, were applied to the 100-year rain-
fall to obtain rainfall excesses. The rainfall excesses were applied to

the unit hydrograph to obtain the 100-year Flood hydrograph utilizina
program HEC-lDB.

The SOF peak outflow calculated for the dam is 1,114 cfs. The value is derived

from the 100-year flood, assuming that the lake was originally at spillway
crest elevation. The 100-year flood was routed through the dam and it
was found tie dam would not overtop.



bat

The reservoir stage-storage capacity relationship was computed directly
by the conic method, utilizing the HEC-lDB program. ihe reservoir sur-
face areas at various elevations were measured by planimeter from U.S.G.S.
Quadrangle topographic map. Reservoir storage capacity included sur-
charge levels exceeding the top of the dam, and the spillway rating
curve was based on the assumption that the dam remains intact during
routing.

Breach analysis is not required since the spillway capacity is adequate.

Drawdown calculations indicate that to empty the lake to an elevation of
786.5 NGVD through the two low-level outlets would take 4 days, assuming
a 2 cfs/square mile inflow. This is considered to be an excessive draw-
down pe-iod, and provision of additional outlets should be considered.

b. Experience Data

No records of reservoir stage or spillway discharge are maintained for
this site.

c. Visual Observation

The natural channel below the dam is overgrown with brush and small trees,
and there are no dwellings immediately downstream of the dam.

The slopes of the reservoir are moderate to steep and do not exhibit signs
of instability. The drainage area is wooded, moderately fiat sloped and
developed for residential use around the lake.

d. Overtopping Potential

As indicated in Section 5.1 a, the spillway capacity of Kitchell Lake
Dam is considered to be adequate. There is no overtopping potential at
100-year flood.

12
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SECTION 6

6. STRUCTURAL STABILITY

6.1 Evaluation of Structural Stability

a. Visual Observations

There are no major distress signs in the embankment of the Kitchell Lake
Dam. Trees growing on the crest and upstream slope could pose a threat-
to stability. The spillway is in good condition but shows signs of
stress and deterioration. Four vertical and two horizontal cracks exist
un the spillway portion of the concrete core wall. The vertical cracks
are visible down to the channel apron but their extent below it could
not be determined. All visible cracks have been sealed or are tight.
The upper portion of the upstream right abutment wall w.s in the
process of being replaced because of severe deterioration and tilting
towards the spillway. The left abutment had a slight tilt outwards
and its upstream portion was deteriorated and eroded out at the toe.
The left retaining wall for the downstream channel .,-s a vertical and
a horizontal crack that show signs of ground water seepage. _

b. Design and Construction Data

No design computations relating to stability were uncovered during the A
report preparation phase. No embankment or foundation soil parameters 4
are available for carrying out a conventional stability analysis on the
embankment.

c. Operating Records M

No operating records are available relating to the stability of the dam.

d. Post Construction Changes A-M

A 6-inch thick reinforced concrete layer was placed over the existing
ramp portion of the discharge channel in 1971. The upper portion of
the upstream existing right abutment wall was being rebuilt at the time
of the inspection and was completed in November 1970.

e. Static Stability

A static stability analysis was not performed for Kitchell Lake Dam
because the lack of data on which to base assumptions of materials pro-
perties inside embankment zones might produce misleading results. The
recommended remedial actions must be implemented in order to decrease
the risk of local failure, but based or the findings of the visual in- -

spection, the preliminary assessment of static stability is that it is
satisfactory.

13



f. Seismic Stability

The dam is located in Seismic Zone 1, as defined in Recommended Guide-
lines for Safety Inspection of Dams, prepared by the Corps of Engineers.
In general, projects located in Seismic Zones 0, 1 and 2 may be assumed
to present no hazard from earthquake, provided the static stability
conditions are satisfactory and conventional safety margins exist. Since
static stability safety factors have not been confirmed, it cannot be
stated that seismic stability is satisfactory.

U
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SECTION 7

7. ASSESSEMIENT/REMEDIAL MEASURES

7.1 Dam Assessment

a. Safety

The dam has been inspected visually and a review has been made of theavailable engineering data. This assessment is subject to the limitationsinherent in the visual inspection procedures stipulated by the Corps of
Engineers for a Phase I report.

The adequacy of Kitchell Lake Darn is not in question because the dam doeshave adequate spillway capacity to pass the 100-year flood which is the
SDF for the dam, without overtopping.

No definitive statement pertaining to the safety of the embankment canbe made without acquisition of embankment and foundation material engi-neering properties, but based on the findings of the visual inspection,
the preliminary assessment of static stability is that it is satisfactory.

b. Adequacy of Information

The information uncovered was adequate to perform hydrologic and hydrau-lic computations. The data was insufficient to perform even an approx-imate computation of the stability of the dam. A preliminary assessment
of the dam could be made by visual observation only.

c. Urgency

The existing dam plans and drawings should be annotated and updated to
form a coherent as-built set within twelve months.

7.2 Remedial Measures

a. Alternatives for Increasing Spillway Capacity
Alternatives for increasing spillway capacity are not necessary as it
is adequate to handle the SDF.

15
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b. Recommendations

1. Repair all cracked and spalled concrete especially E
the deteriorated portion of the left abutment wall and
the cracks in the left retaining wall of the downstream
channel within twelve months.

2. All brush and trees, should be removed from the down-

stream and upstream slopes to avoid problems which may
develop from roots. The embankment face should then
be seeded to develop a growth of grass for surface
erosion protection. This program should be started
within twelve months.

The following additional actions are recommended:

1. The owner should develop an emergency action plan (if
one is not already available) outlining actions to be
taken by the operator to minimize downstream effects of '1
an emergency and establish a flood warning system for the
downstream communities within three months.

2. Consider providing additional low-level outlet facili-ties to decrease the drawdown time.

3. The hazard potential classification for Kitchell Lake
should be downgraded to "significant" since a hypothetical U
failure would result in the loss of no more than a
few lives.

c. 0 & M Procedures

The owner should develop, within one (1) year after formal approval of I
the report, written operating procedures and a periodic maintenance plan
to insure the safety of the dam. : D

- _ _ __ _ __
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APPENDIX B

PHOTOGRAPHS

(Taken on November 20, 1979 and

January 21, 1980)
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KITCHELL LAKE DAM

Photo 1 - View looking towards spillway and lake.
(Photo taken on November 20, 1979)

Photo 2 Detail showing construction in process to replace
the upper portion of the right abutment. That
portion of the wall is being replaced due to its tilting
toward the spillway and because of heavy spalling.
(Photo taken on November 20, 1979)



KITCHELL LAKE DAM

Photo 3 - View of right abutment and earth embankment. Lake
is out of photo to viewer's right. Repair to
abutment wall is described in Photo 2. (Photo
taken on November 20, 1979)

-•

Photo 4 - View of right abutment and upstream side of embankment.
Note trees on embankment. Repair to abutment is
described in Photo 2. (Photo taken on November
20, 1979)



KITCHELL LAKE DAM~-

Photo 5 View looking upstream of spillway in foreground
and approach channel, lined with riprap,-beyond
spillway. (Photo taken on November 20, 1979)

Photo 6 -View of lake from spillway.
(Photo taken on November 20, 1979)



KITCHELL LAKE DAM

Photo 7 - View of left approach channel retaining wall. Note
repaired horizontal crack and erosion at its toe.
Spillway is out of photo to viewer's right.
(Photo taken on Nuvember 20, 1979)

!

i

!I

Photo 8 - Detail of left approach channel retaining wall showing
erosion at its toe, mentioned above in Photo 7.
(Photo taken on November 20, 1979)



KITCHELL LAKE DAM

IM

iI --

N-~

Photo 9 View of downstream channel, from spillway, showing
retaining walls and the channel under West Brook Road.
(Photo taken on November 20, 1979)

I M

Photo 10 - Detail showing horizontal crack and seepage at the
left retaining wall of the downstream channel. West
Brook Road is across top-center.
(Photo taken o- November 20, 1979)



KITCHELL LAKE DAM

Photo 11 View of spillway looking upstream. Note
low level outlet drains in apron at bottom
left and at right center. Also note com-
pleted repairs to right abutment mentionedin Photo 2. (Photo taken on January 21, 1980)
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CHECK LIST
HYDROLOGIC AND HYDRAULIC DATA

ENGINEERING DATA

Name of Dam: KITCHELL LAKE DAM

Drainage Area Characteristics: 0.86 square miles

Elevation, Top Normal Pool (Storage Capacity): 796.0 NGVD (70 acre-feet)

Elevation lop Flood Control Pool (Storage Capacity): N/A

Elevation Maximum Design Pool: 799.42 NGVn (SDF pool: 149 acre-feet)

Elevation Top Dan: 800 NGVD (163 acre-feet)

SPILLWAY CREST:

a. Elevation 796 NGVD

b. Type Broad crest weir with shallow notch at center

c. Width 1 foot

d. Ler.gth 55 feet

e. Location Spillover Unknown as lake level down 6 feet

f. No. and Type of Gates None

OUTLET WORKS:

a. Type 2-12-inch C.I.P,

b. Location Center of spillway.
Upper 794.2 NGVD

c. Entrance Inverts Lower 786.0 NGVD
Upper 794 NGVD

d. Exit Inverts Lower 785.5 NGVD

e. Emergency Draindown Facilities Gate valve 12-inch dia. C.I.P.
Steel plate - 12-inch dia C.I.P.

HYDR(IMETEOROLOGICAL GAGES:

a. Type None

b. Location None

c. Records None

MAXIMUM NON-DAMAGING DISCHARGE: 1,408 cfs at elevation 800 NGVD
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